Tracer wire ends must use ring terminal that is to be crimped, soldered and sealed to prevent corrosion. All connections must be completely watertight.

12 Gauge Thin Stranded Copper Wire Blue Book Catalog #42754

Soldered connection

Concrete cap

Tracer wire provide 3' of slack in station for each tracer wire

Tracer wire connection stations Blue Book Part #22408

Ground level